
List of Health Care Guidelines or Codes Utilized  

In Designing 

The Proposed Replacement 

Washington Adventist Hospital 

 

‐ AIA Guidelines for Design and Construction of Health Care Facilities 
‐ International Building Code 
‐ Life Safety Code, NFPA 101 
‐ Montgomery County Maryland Code Amendments, IBC & NFPA 
‐ International Fire Code 
‐ ADA Standards for Accessible Design 
‐ ICC/ANSI A117.1 Accessible and Useable Buildings and Facilities 
‐ International Plumbing Code 
‐ International Mechanical Code 
‐ National Fire Alarm Code, NFPA 72 
‐ National Sprinkler Code, NFPA 13 
‐ Standpipes, Private Hydrants & Hose Systems, NFPA 14 
‐ Flammable and Combustible Liquids Code, NFPA 30 
‐ Fire Door & Fire Windows, NFPA 80 
‐ Heating, Ventilating and Air Conditioning Systems, NFPA 90A 
‐ Health Care Facilities Code, NFPA 99 
‐ Types of Building Construction, NFPA 220 
‐ National Electrical Code, NFPA 70 
‐ International Fuel Gas Code 
‐ International Energy Conservation Code 
‐ ANSI/ASHRAE 55 – Thermal Environmental Conditions for Human Occupancy 
‐ ANSI/ASHRAE 62.1 – Ventilation for Acceptable Indoor Air Quality 
‐ ANSI/ASHRAE 90.1 – Energy Standards for Buildings Except Low‐Rise Residential Buildings 
‐ ANSI/ASME 17.1 – Safety Code for Elevators and Escalators 

 
 

 


